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Omron Communication Setting 

 

1. Open Internet Explorer browser. 

2. Create Project Node: Enter project name, IP and then click Submit. 

3. Add SCADA Node. 

4. Choose ADD Comport. 

5. Comport Interface Type. 

 

 Serial：For setting Comport Property of all Omron PLC, please refer to Figure 1.  

For Device Property, you can keep the default value.    

 

Figure 1: Serial Type Parameter 
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 TCPIP：For Comport Property, you can keep the default value  

For Device Property, please refer to Figure 2.  

Device Type: OmronCJ 

Port Number: 9600    

 

Figure 2: TCPIP Type Parameter 

 

 API：For Comport Property, please refer to Figure 3  

 

Figure 3: API Type Parameter 
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Device Property：For Network No. and Node No, please refer to PLC setting. 

 
Figure 4 ：API Type Device Parameter 

 


