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Siemens LOGO 1-1 

設備驅動指南 錯誤! 尚未定義書籤。 

1. Setting up the Siemens LOGO! PLC 3 

2. WebAccess Setting - Configure Siemens Logo device 7 
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1. Setting up the Siemens LOGO! PLC 

1. Start Siemens LOGO!Soft Comfort 

2. Right click on the Diagram you want to configure and select Properties... 
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3. Enter IP Address and Subnet Mask and Default gateway. Click OK to close the dialog. 

4. Right click on the Diagram again and select Ethernet Connections... 
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5. Right click on Ethernet Connections, and select Add server connection. 
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6. Double click on the new connection(Connection1(Server)). The Connection dialog will open. Click Accept all 

connection requests and set the remote TSAP (Ex  "10.01") 

 

7. Download configure settings to Siemens LOGO. 
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2. WebAccess Setting - Configure Siemens Logo 

device 

1. Add  Tcp/Ip 

 

2. Add Device 
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Device Type  : Select SiemLogo 

IP Address :  IP Address of The LOGO PLC (Ref 1.2)。 

Port Number : 102 

Remote TSAP : 10.01 (Ref 1.6) 


