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1. Prerequisites 
1.UNO GPIO driver v1.04 or later version. Note that there should be built-in IO ports in your UNO series computer. 

 

 

2. Make sure the Advantech GPIO devices has been located in Device Manager. 
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2. WebAccess Setting - Configure 

UNO_GPIO 

1. Add COM Port 

 

 

2. Add Device 
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3. Add Parameter 

 

Example 1: Set GPIO0 to Digital Input 

 Parameter type: Discrete 

 Parameter name: GPIO0 

 Address: GPIO0 

 Read only: Yes 
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Example 2: Set GPIO4 to Digital Output 

 Parameter type: Discrete 

 Parameter name: GPIO4 

 Address: GPIO4 

 Read only: No 

 

 

Done for adding parameter  

 

Note: address are only for GPIO0~GPIO7 
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4. Add Tag 

Example 1: Set GPIO0 to Digital Input, Naming DI-0 

 Parameter: GPIO0 

 Tag Name: DI-0 
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Example 2: Set GPIO4 to Digital Output, Naming DO-0 

 Parameter: GPIO4 

 Tag Name: DO-0 

 

 


