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 Problem Description & Architecture: 

讀 OPC UA Array 測點時出現異常代碼 8100 

. 

 Brief Solution - Step by Step: 

1. 先用 UAExpert 讀測點. 

 
Figure 1:UAExpert 
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2. 加測點時注意位址設定為 Namespaceindex:IdentifierType:Identifer與 陣列大小 

 
Figure 2: 位址 

 

Figure 3:陣列大小 
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3. ViewDAQ 點資訊,測點後面加(index) 

 

 
Figure 4: ViewDAQ 
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